
Appendix A – TDSB Building Energy Intensity  

The TDSB uses “energy use intensity” (total energy use/m2) to measure energy consumption in 

all buildings. In 2000, the TDSB’s total energy use intensity was 1015 MJ/m2, and by the end of 

the 2018/2019 school year, it had dropped 25% to 764 MJ/m2. 
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2000-2001 78,501,852 368,754,633 4,177,267 46,055 315 700 1,015 

2001-2002 79,347,623 347,661,265 4,174,073 46,055 297 708 1,006 

2002-2003 75,231,043 333,316,665 4,233,533 46,961 281 662 943 

2003-2004 76,051,686 309,601,970 4,229,424 36,928 262 670 932 

2004-2005 76,000,254 315,032,747 4,213,636 36,231 268 672 939 

2005-2006 72,635,507 303,814,556 4,196,812 36,092 259 645 904 

2006-2007 69,270,181 299,533,789 4,206,067 35,813 255 613 868 

2007-2008 68,548,051 296,663,356 4,235,630 42,641 250 603 853 

2008-2009 65,852,488 290,813,317 4,231,916 42,571 246 580 825 

2009-2010 67,593,837 282,849,303 4,161,666 42,084 243 605 848 

2010-2011 66,163,829 281,796,769 4,170,770 39,924 242 591 833 

2011-2012 66,705,319 273,167,297 4,105,259 39,784 238 605 843 

2012-2013 64,964,893 274,323,820 4,057,150 39,575 242 596 838 

2013-2014 63,032,907 278,871,809 4,024,011 41,178 248 583 831 

2014-2015 61,651,153 277,037,698 4,044,328 40,760 245 568 813 

2015-2016 62,280,023 278,439,387 4,098,254 40,899 243 566 809 

2016-2017 62,156,463 270,817,529 4,096,801 41,248 236 565 801 

2017-2018 58,539,826 278,024,588 4,100,135 30,183 243 532 775 

2018-2019 57,174,690 275,691,319 4,082,288 30,183 242 522 764 

 


